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1. On p. 14, 2.1.3.2 Crest, "The crest of the Bottom Ash Pond has a gravel cover that serves 
as an access road around the entire perimeter of the pond."  This section is should be 
discussing the fly ash pond, not the Bottom Ash Pond.  
 

2. On p. 15, 2.1.3.3 Interior of Embankment, “As of December 31, 2008 DP&L reported 
that approximately 4,144,298 tons of material was stored in the Bottom Ash Pond, which 
has an estimated capacity of 21,566,007 tons."  This section is should be discussing the 
fly ash pond, not the Bottom Ash Pond. 
 

3. We have requested that the following question be answered for each pond, this is 
generally accompanied with the assessment check list sheets:“Is any part of the 
impoundment built over wet ash, slag, or other unsuitable materials (like TVA)?” Please 
address for each impoundment. 
 








